Since this is the utility plan, show

OHU PROPOSED

OVERHEAD UTILITY

LOCATION OF ALL EXISTING UTILITIES BEFORE COMMENCING
WORK. THE CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR
ANY AND ALL DAMAGES WHICH MIGHT BE CAUSED BY HIS
FAILURE TO EXACTLY LOCATE AND PRESERVE ANY AND ALL
ABOVE GROUND AND UNDERGROUND UTILITIES.
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Know what's below.
Call before you dig.

See comments on grading plan

100 50 0 100 200
— e —.

ORIGINAL SCALE: 1" = 100

THESE DRAWINGS ARE

UNTIL SUCH TIME AS
APPROVED BY THE

APPROPRIATE REVIEWING

AGENCIES, JR ENGINEERING

APPROVES THEIR USE
ONLY FOR THE PURPOSES

DESIGNATED BY WRITTEN

AUTHORIZATION.

PREPARED FOR
PHILS BOYS FALCON, LLC
3607 N. EL PASO STREET

COLORADO SPRINGS, CO 80907

TEDDY MCDONALD
TEDDY.MCDONALD@YAHOO.COM
(719) 210-9460

(> JR ENGINEERING

A Westrian Company

Centennial 303—740-9393 ¢ Colorado Springs 719-593-2593

Fort Colins 970—491-9888 « wwwjrengineering.com

L
<C
()
>_
m
e
S
v
>
Ll
(h'l
o
e
- &
8<$_|_|
— I Q|| <
allz\o_o_
— To)
(@)
u | EEE
SISE|8)z|8
TT1elgl=z|9
T | > ggg
=
<C
1
oéo-
< >
o =
-
| =
¥2 5
Og>_
LnJLlJEE
o=
QS| £
==
O| T
L
¥
o
SHEET 1 OF 2
JOB NO. 25315.00

X:\2530000.al\2531500\Drawings\Sheet Dwgs\Preliminary Plan\2531500_UTO01.dwg, 5/30/2025 2:51:55 PM,

DWG to PDF (JR).pc3



CDurham
Callout
Does cistern need to be in an easement?

CDurham
Text Box
Since this is the utility plan, show approximate location for on-site septic

CDurham
Text Box
See comments on grading plan 


