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SETTLERS VIEW SUBDIVISION 
STORMWATER MANAGEMENT PLAN (SWMP) 

PCD File No. SF-18-041 
January, 2019 

 
 
                                                                                                             
1. Applicant / Contact Information 
 
Owner/Developer:   Pinnacle Homes, LLC 
   5260 Hidden Rock Road 
   Colorado Springs, CO 80908 
   Attn:  Tom Maher, (719)-290-5473 
   tom@pinnaclehomesales.com 
 
Engineer:  JPS Engineering, Inc. 
   19 E. Willamette Avenue 
   Colorado Springs, CO 80903 
   Attn:  John P. Schwab, P.E. (719)-477-9429 
   john@jpsengr.com 
                                                               
Contractor:  To Be Determined 
                            
2. Site Description 
 

a. Settlers View is a proposed rural residential subdivision consisting of 14 
low-density residential lots (2.5-acre minimum size) on a 40-acre parcel in 
northern El Paso County.  The property is described as a Part of the 
Northeast Quarter of Section 23, Township 11 South, Range 66 West of 
the 6th Principal Meridian.  Site development activities will include site 
grading, utilities, roadway paving, and associated residential site 
development. 
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b. Proposed sequence of major activities: 
 Mobilization / implementation of BMP’s 
 Clearing and grubbing 
 Rough grading 
 Roadway paving 
 Final grading of building sites  

c.  Total site area = 40 acres; Projected disturbed area = 4 acres (approx.) 
d. Historic runoff coefficient, C = 0.35;  

Developed runoff coefficient, C = 0.417  
e. Existing vegetation on site:  native meadow grasses (approx. 70% 

coverage) 
f. Potential pollution sources:  vehicle fueling on-site 
g. Non-stormwater components of discharge:  none anticipated 
h. Receiving water:  Surface drainage from the east edge of the site flows 

easterly towards tributaries of East Cherry Creek.  Surface 
drainage from the western part of the site flows southwesterly 
towards tributaries of West Cherry Creek.   

i. Soil erosion potential and potential impacts upon discharge:  On-site soils 
are comprised of Elbeth sandy loam, Peyton sandy loam, and 
Tomah-Crowfoot soils, all of which are classified as Hydrologic 
Soils Group B (moderate erosion hazard). 

 
3. Site Map (see Construction Drawings – Sheet C1) 

 
4. BMP’s for Stormwater Pollution Prevention (See Sheet C1): 

Phase         BMP 
Clearing and Grubbing necessary for perimeter controls  VTC’s 
Initiation of perimeter controls     Silt Fence 
Remaining clearing and grubbing 
Site Grading        IP / SCL 
Extended detention basin (sediment pond during construction) EDB / SB 
Stabilization        SM 
Removal of erosion control measures 
 
a. Erosion and Sediment Controls 

 1) Structural Practices:   
 Silt fence at toe of slope along downstream limits of disturbed areas 
 Sediment control logs (SCL) along drainage ditches and swales 
 Inlet protection (IP) at culvert inlets 
 Extended Detention Basin (EDB) 

 2)  Non-Structural Practices: 
 Preserve existing vegetation beyond limits of work 
 Temporary seeding of areas to remain disturbed for significant periods 

of time 
 Permanent seeding/mulching (SM) upon completion of rough grading 
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b. Materials Handling and Spill Prevention 
 General Materials Handling Practices: 

o Potential pollutants shall be stored and used in a manner 
consistent with the manufacturer’s instructions in a secure 
location.  To the extent practical, material storage areas should 
not be located near storm drain inlets and should be equipped 
with covers, roofs, or secondary containment as required to 
prevent storm water from contacting stored materials.  
Chemicals that are not compatible shall be stored and 
segregated areas so that spilled materials cannot combine and 
react. 

o Disposal of materials shall be in accordance with the 
manufacturer’s instructions and applicable local, state, and 
federal regulations. 

o Materials no longer required for construction shall be removed 
from the site as soon as possible. 

 Adequate garbage, construction waste, and sanitary waste handling 
and disposal facilities shall be provided as necessary to keep the site 
clear of obstruction and BMPs clear and functional. 
 

 Specific Materials Handling Practices: 
o All pollutants, including waste materials and demolition debris, 

that occur on-site during construction shall be handled in a way 
that does not contaminate storm water. 

o All chemicals including liquid products, petroleum products, 
water treatment chemicals, and wastes stored on site shall be 
covered and contained and protected from vandalism. 

o Maintenance and repair of all equipment and vehicles 
involving oil changes, hydraulic system drain down, de-
greasing operations, fuel tank drain down and removal, and 
other activities which may result in the accidental release of 
contaminants, shall be conducted under cover during wet 
weather and on an impervious surface to prevent release of 
contaminants onto the ground.  Materials spilled during 
maintenance operations shall be cleaned up immediately and 
properly disposed of. 

o Wheel wash water shall be settled and discharged on site by 
infiltration.  Wheel wash water shall not be discharged to the 
storm water system. 

o Application of agricultural chemicals, including fertilizers and 
pesticides, shall be conducted in a manner and ad application 
rates that will not result in loss of chemical to storm water 
runoff.  Follow manufacturer’s recommendations for 
application rates and procedures. 

o pH-modifying sources shall be managed to prevent 
contamination of runoff and storm water collected on site.  The 
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most common sources of pH-modifying materials are bulk 
cement, cement kiln dust (CKD), fly ash, new concrete 
washing and curing waters, waste streams generated from 
concrete grinding and sawing, exposed aggregate processes, 
and concrete pumping and mixer washout waters. 

 Equipment maintenance and fueling:  Contractor shall implement 
appropriate spill prevention and response procedures 

 Spill Prevention and Response Procedures: 
o No dedicated batch plants are proposed at this site. 
o The primary objective in responding to a spill is to quickly 

contain the material(s) and prevent or minimize their migration 
into storm water runoff and conveyance systems.  If the release 
has impacted on-site storm water, it is critical to contain the 
released materials on site and prevent their release into 
receiving waters. 

o Spill Response Procedures: 
 Notify site superintendent immediately when a spill, or 

the threat of a spill, is observed.  The superintendent 
shall assess the situation and determine the appropriate 
response. 

 If spills represent an imminent threat of escaping on-
site facilities and entering the receiving waters, site 
personnel shall respond immediately to contain the 
release and notify the superintendent after the situation 
has stabilized. 

 The site superintendent, or his designee, shall be 
responsible for completing a spill reporting form and 
for reporting the spill to the appropriate agency. 

 Spill response equipment shall be inspected and 
maintained as necessary to replace any materials used 
in spill response activities. 

o Spill kits shall be on-hand at all fueling sites.  Spill kit 
location(s) shall be reported to the SWMP Administrator. 

o Absorbent materials shall be on-hand at all fueling areas for 
use in containing inadvertent spills.  Containers shall be on-
hand at all fueling sites for disposal of used absorbents. 

o Recommended components of spill kits include the following: 
 Oil absorbent pads (one bale) 
 Oil absorbent booms (40 feet) 
 55-gallon drums (2) 
 9-mil plastic bags (10) 
 Personal protective equipment including gloves and 

goggles 
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 Concrete Wash Water:  Unless confined in a pre-defined, bermed 
containment area, the cleaning of concrete truck delivery chutes is 
prohibited at the job site.  The discharge of water containing waste 
cement to the storm drainage system is prohibited. 

 Notification Procedures:   
 In the event of an accident or spill, the SWMP Administrator 

shall be notified as a minimum.   
 Depending on the nature of the spill material involved, the 

Colorado Department of Public Health and Environment (24-
hour spill reporting line:  877-518-5608), downstream water 
users, or other agencies may also need to be notified. 

 Any spill of oil which 1) violates water quality standards, 2) 
produces a “sheen” on a surface water, or 3) causes a sludge or 
emulsion, or any hazardous substance release, or hazardous 
waste release which exceeds the reportable quantity, must be 
reported immediately by telephone to the National Response 
Center Hotline at (800)-424-8802. 
 

5. Final Stabilization and Long-term Stormwater Management 
 Permanent seeding will be provided to achieve long-term stabilization of the 

site. 
 Seed Mix: “Foothills Mix” or approved equal: 
 Seeding Application Rate:  Drill seed 0.25” to 0.5” into the soil.  In small 

areas not accessible to a drill, hand broadcast at double the rate and rake 0.25” 
to 0.5” into the soil.  Apply seed at the following rates: 

o Dryland:  20-25 lbs/acre 
o Irrigated:  40 lbs/acre 

 Soil Stabilization Practices:  
o Mulching Application:  Apply 1-1/2 tons of certified weed free hay per 

acre mechanically crimped into the soil in combination with an organic 
mulch tackifier.  On slopes and ditches requiring a blanket, the blanket 
shall be placed in lieu of much and mulch tackifier. 

 Soil Conditioning and Fertilizer Requirements: 
o Soil conditioner, organic amendment shall be applied to all seeded 

areas at 3 CY / 1000 SF. 
o Fertilizer shall consist of 90% fungal biomass (mycelium) and 10% 

potassium-magnesia with a grade of 6-1-3 or approved equal.  
Fertilizer shall be applied as recommended by seed supplier. 

 Final stabilization is reached when all soil-disturbing activities at the site have 
been completed, and uniform vegetative cover has been established with an 
individual plant density of at least 70 percent of pre-disturbance levels, or 
equivalent permanent, physical erosion reduction methods have been 
employed. 
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6. Other Controls 
 Contractor shall dispose of all waste materials at a permitted off-site disposal 

site. 
 Vehicle tracking pads will be installed at all access points to limit off-site soil 

tracking. 
 
7. Inspection and Maintenance 

a. Inspection Schedules: 
 Contractor shall inspect BMPs bi-weekly as a minimum, and 

immediately (within 24 hours) after any precipitation or snowmelt 
event that causes surface erosion (i.e. that results in stormwater 
running across the ground), to ensure that BMPs are maintained in 
effective operating condition.  

 
b. Inspection Procedures:   

1) Site Inspection / Observation Items: 
 Construction site perimeter and discharge points (including 

discharges into a storm sewer system) 
 All disturbed areas 
 Areas used for material / waste storage that are exposed to 

precipitation 
 Other areas having a significant potential for stormwater 

pollution, such as demolition areas or concrete washout 
locations, or locations where vehicles enter or leave the site 

 Erosion and sediment control measures identified in the SWMP 
 Any other structural BMPs that may require maintenance, such 

as secondary containment around fuel tanks, or the condition of 
spill response kits. 

 
2) Inspection Requirements: 

 Determine if there is any evidence of, or potential for, 
pollutants entering the drainage system. 

 Review BMPs to determine if they still meet design and 
operational criteria in the SWMP, and if they continue to 
adequately control pollutants at the site. 

 Upgrade and/or revise any BMPs not operating in accordance 
with the SWMP and update the SWMP to reflect any revisions. 

 
c. BMP Maintenance / Replacement and Failed BMPs: 

 Contractor shall remove sediment that has been collected by perimeter 
controls, such as silt fence and inlet protection, on a regular basis to 
prevent failure of BMPs, and remove potential of sediment from being 
discharged from the site in the event of BMP failure. 



Z:\111603.settlers-view\admin\swmp.settlers-view-0119.doc 7 

 Removed sediment must be moved to an appropriate location where it 
will not become an additional pollutant source, and should never be 
placed in ditches or streams. 

 Contractor shall update Erosion Control Plans as required with any 
new BMPs added during the construction period. 

 Contractor shall address BMPs that have failed or have the potential to 
fail without maintenance or modifications, as soon as possible, 
immediately in most cases, to prevent discharge of pollutants. 

 
d. Record Keeping and Documenting Inspections: 

 Contractor shall maintain records of all inspection reports, including 
signed inspection logs, at the project site. 

 Permittee shall document inspection results and maintain a record of 
the results for a period of 3 years following expiration or inactivation 
of permit coverage. 

 Site inspection records shall include the following: 
o Inspection date 
o Name and title of personnel making the inspection 
o Location of discharges of sediment or other pollutants from the 

site 
o Location(s) of BMPs that need to be maintained 
o Location(s) of BMPs that failed to operate as designed or 

proved inadequate for a particular location 
o Location(s) where additional BMPs are needed that were not in 

place at the time of inspection 
o Deviations from the minimum inspection schedule 
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Standard Notes for El Paso County Grading and Erosion Control Plans

Revised 7/07/10

1. Construction may not commence until a Construction Permit is obtained from Planning and Community Development Department and a

Preconstruction Conference is  held with Planning and Community Development Department  Inspectors.

2. Stormwater discharges from construction sites shall not cause or threaten to cause pollution, contamination, or degradation of State Waters. All work

and earth disturbance shall be done in a manner that minimizes pollution of any on-site or off site waters, including wetlands.

3. Notwithstanding anything depicted in these plans in words or graphic representation, all design and construction related to roads, storm drainage and

erosion control shall conform to the standards and requirements of the most recent version of the relevant adopted El Paso County standards,

including the Land Development Code, the Engineering Criteria Manual, the Drainage Criteria Manual, and the Drainage Criteria Manual Volume 2.

Any deviations to regulations and standards must be requested, and approved, in writing.

4. A separate Stormwater Management Plan (SMWP) for this project shall be completed and an Erosion and Stormwater Quality Control Permit

(ESQCP) issued prior to commencing construction. During construction the SWMP is the responsibility of the designated Stormwater Manager, shall

be located on site at all times and shall be kept up to date with work progress and changes in the field.

5. Once the ESQCP has been issued, the contractor may install the initial stage erosion and sediment control BMPs as indicated on the GEC.  A

preconstruction meeting between the contractor, engineer, and El Paso County will be held prior to any construction.  It is the responsibility of the

applicant to coordinate the meeting time and place with County PCD inspections staff.

6. Soil erosion control measures for all slopes, channels, ditches, or any disturbed land area shall be completed within 21 calendar days after final

grading, or final earth disturbance, has been completed.  Disturbed areas and stockpiles which are not at final grade but will remain dormant for longer

than 30 days shall also be mulched within 21 days after interim grading.  An area that is going to remain in an interim state for more than 60 days shall

also be seeded.  All temporary soil erosion control measures and BMPs shall be maintained until permanent soil erosion control measures are

implemented and established.

7. Temporary soil erosion control facilities shall be removed and earth disturbance areas graded and stabilized with permanent soil erosion control

measures pursuant to standards and specification prescribed in the DCM Volume II and the Engineering Criteria Manual (ECM) appendix I.

8. All persons engaged in earth disturbance shall implement and maintain acceptable soil erosion and sediment control measures including BMPs in

conformance with the erosion control technical standards of the Drainage Criteria Manual (DCM) Volume II and in accordance with the Stormwater

Management Plan (SWMP).

9. All temporary erosion control facilities including BMPs and all permanent facilities intended to control erosion of any earth disturbance operations,

shall be installed as defined in the approved plans, the SWMP and the DCM Volume II and maintained throughout the duration of the earth

disturbance operation.

10. Any earth disturbance shall be conducted in such a manner so as to effectively reduce accelerated soil erosion and resulting sedimentation. All

disturbances shall be designed, constructed, and completed so that the exposed area of any disturbed land shall be limited to the shortest practical

period of time.

11.  Any temporary or permanent facility designed and constructed for the conveyance of stormwater around, through, or from the earth disturbance

area shall be designed to limit the discharge to a non-erosive velocity.

12.  Concrete wash water shall be contained and disposed of in accordance with the SWMP. No wash water shall be discharged to or allowed to runoff

to State Waters, including any surface or subsurface storm drainage system or facilities.

13.  Erosion control blanketing is to be used on slopes steeper than 3:1.

14.  Building, construction, excavation, or other waste materials shall not be temporarily placed or stored in the street, alley, or other public way, unless

in accordance with an approved Traffic Control Plan.  BMP's may be required by El Paso County Engineering if deemed necessary, based on specific

conditions and circumstances.

15.  Vehicle tracking of soils and construction debris off-site shall be minimized.  Materials tracked offsite shall be cleaned up and properly disposed of

immediately.

16.  Contractor shall be responsible for the removal of all wastes from the construction site for disposal in accordance with local and State regulatory

requirements.  No construction debris, tree slash, building material wastes or unused building materials shall be buried, dumped, or discharged at the

site.

17.  The owner, site developer, contractor, and/or their authorized agents shall be responsible for the removal of all construction debris, dirt, trash, rock,

sediment, and sand that may accumulate in the storm sewer or other drainage conveyance system and stormwater appurtenances as a result of site

development.

18.  The quantity of materials stored on the project site shall be limited, as much as practical, to that quantity required to perform the work in an orderly

sequence.  All materials stored on-site shall be stored in a neat, orderly manner, in their original containers, with original manufacturer's labels.

19.  No chemicals are to be used by the contractor, which have the potential to be released in stormwater unless permission for the use of a specific

chemical is granted in writing by the ECM Administrator.  In granting the use of such chemicals, special conditions and monitoring may be required.

20.  Bulk storage structures for petroleum products and other chemicals shall have adequate protection so as to contain all spills and prevent any

spilled material from entering State Waters, including any surface or subsurface storm drainage system or facilities.

21.  No person shall cause the impediment of stormwater flow in the flow line of the curb and gutter or in the ditchline.

22.  Individuals shall comply with the "Colorado Water Quality Control Act" (Title 25, Article 8, CRS), and the "Clean Water Act" (33 USC 1344), in

addition to the requirements included in the DCM Volume II and the ECM Appendix I. All appropriate permits must be obtained by the contractor prior

to construction (NPDES, Floodplain, 404, fugitive dust, etc.). In the event of conflicts between these requirements and laws, rules, or regulations of

other Federal, State, or County agencies, the more restrictive laws, rules, or regulations shall apply.

23.  All construction traffic must enter/exit the site at approved construction access points.

24.  Prior to actual construction the permitee shall verify the location of existing utilities.

25.  A water source shall be available on site during earthwork operations and utilized as required to minimize dust from earthwork equipment and wind.

26.  The soils report for this site shall be considered a part of these plans.

27.  At least ten days prior to the anticipated start of construction, for projects that will disturb 1 acre or more, the owner or operator of construction

activity shall submit a permit application for stormwater discharge to the Colorado Department of Public Health and Environment, Water Quality

Division.  The application contains certification of completion of a stormwater management plan (SWMP), of which this grading and erosion control

plan may be a part.  For information or application materials contact:

Colorado Department of Public Health and Environment

Water Quality Control Division

WQCD - Permits

4300 Cherry Creek Drive South

Denver, CO 80246-1530

Attn: Permits Unit
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3 OR

FLATTER

1

3 OR

FLATTER

1

RIPRAP

APRON

BASIN

EMBANKMENT

8" (OR LARGER) PVC OUTLET PIPE

0.5% MIN SLOPE

SEDIMENT BASIN

NTS

8" (OR LARGER) PVC PERFORATED

RISER PIPE, PERFORATIONS VERTICALLY

SPACED 4" APART AND SIZED TO DRAIN

VOLUME BELOW EMERGENCY SPILLWAY

FOR PERFORATION SIZING)

SEDMENT BASIN NOTES

8" (OR LARGER)

PVC 90  ELBOW

Figure SB-1

Sediment Basin

1.  CONTRACTOR SHALL INSPECT SEDIMENT BASINS 

AFTER EACH RAINFALL, AT LEAST DAILY DURING 

PROLONGED RAINFALL, AND WEEKLY DURING PERIODS 

NO RAINFALL.  

2.  SEDIMENT BASINS SHALL BE CLEANED OUT 

BEFORE SEDIMENT HAS FILLED HALF THE VOLUME 

OF THE BASIN.

3.  SEDIMENT BASINS SHALL REMAIN OPERATIONAL 

AND PROPERLY MAINTAINED UNTIL THE SITE AREA 

IS PERMANENTLY STABILIZED WITH ADEQUATE 

VEGETATIVE COVER AND/OR OTHER PERMANENT 

STRUCTURE AS APPROVED BY THE CITY.

REQUIRED VOLUME TO CREST

OF EMERGENCY SPILLWAY

= 1800 CUBIC FEET PER

ACRE OF DRAINAGE AREA

100 YR (OR LARGER)

EMERGENCY SPILLWAY CREST (BEYOND)

(SHALL BE DESIGNED SO THAT EMBANKMENT

FAILURE SHALL NOT OCCUR IN 100 YR EVENT) 

1.  SEDIMENT BASINS SHALL BE INSTALLED BEFORE 

ANY CLEARING AND/OR GRADING IS UNDERTAKEN.

2.  THE AREA UNDER WHICH THE EMBANKMENT IS TO 

BE INSTALLED SHALL BE CLEARED, GRUBBED, AND 

STRIPPED OF ALL VEGETATION AND ROOT MAT.

3.  THE OUTLET OF THE BASIN SHALL BE DESIGNED 

TO DRAIN ITS VOLUME IN 40 HOURS.

4.  THE OUTLET IS TO BE LOCATED AT THE 

FURTHEST DISTANCE FROM THE INLET OF THE 

5.  EMBANKMENT MATERIAL SHALL CONSIST OF 

SOIL WITH A MINIMUM OF 15% PASSING A #200 SIEVE.  

EXCAVATED SOIL CAN BE USED IF IT MEETS THIS 

REQUIREMENT.

6.  EMBANKMENT IS TO BE COMPACTED TO AT LEAST

90% OF MAXIMUM DENSITY AND WITHIN 2% OF OPTIMUM

MOISTURE CONTENT ACCORDING TO ASTM D 698.

7.  WHEN A BASIN IS INSTALLED NEAR A 

RESIDENTIAL AREA, FOR SAFETY REASONS, A SIGN 

SHALL BE POSTED AND THE AREA SECURED WITH A 

FENCE.

BASIN GEOMETRY:

LENGTH (L)

WIDTH (W)

> 2

THE FLOW LENGTH AND SETTLING TIME.

3-32

IN 40 HOURS (SEE FIGURE SB-2

BASIN.  BAFFLES MAY BE NEEDED TO INCREASE

4
2
"
 
M

I
N

4
"

MAINTENANCE REQUIREMENTSINSTALLATION REQUIREMENTS

STRAW BALE BARRIER NOTES

STRAW BALE BARRIER

TO ADJACENT BALES

STRAW BALE- TIGHTLY ABUTTED

STAKES 2 PER BALE, MIN

WOODEN OR METAL

Straw Bale Barrier

Figure SBB-2
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Figure SF-2

Silt Fence 
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SILT FENCE NOTES
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        NTS

VEHICLE TRACKING

P
A

V
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D
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M
I
N

EXISTING

PAVEMENT

Figure VT-2

Vehicle Tracking

Application Examples

INSTALLATION REQUIREMENTS

MAINTENANCE REQUIREMENTS

VEHICLE TRACKING NOTES

PLAN

3" MIN OF COURSE AGGREGATE ON ALL 

CONSTRUCTION ROADS, PARKING AREAS, 

STAGING AREA, LOADING/UNLOADING AREAS,

AND STORAGE AREAS.

SECTION

M
I
N

I
M

U
M

COARSE AGGREGATE

3 INCHES (D   )

75'-0' MIN

1
5
'
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T
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N
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R
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N
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9
"

3
"
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GEOTEXTILE (MATERIAL REQUIREMENTS IN APPENDIX B, TABLE MT-3)
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Figure CD-1

Check Dam

1
2
"

1
2
"

50

EXISTING

GRADE

EXISTING

GRADE

A. ROCK DAM

CHECK DAM NOTES

INSTALLATION REQUIREMENTS MAINTENANCE REQUIREMENTS

H

B. STRAW BALE CHECK DAM

(SEE STRAW BALE BARRIER INSTALATION)

A

A

B

B

L

L

STRAW BALE, TYP

ROCK DAM, TYP

C. SPACING CHECK DAMS

L= THE DISTANCE SUCH THAT POINTS A AND B ARE AT THE SAME ELEVATION.

CHECK DAM

NTS

H

H

RIPRAP D  =6"

RIPRAP D  =6"

4" TO 6" ENTRENCHED

H

3-20

50


