
 

NDS BOOSTER PUMP STATION - PLAN VIEW

NDS BOOSTER PUMP STATION LIGHTING CALC

HORIZONTAL GRID IS 10 x 10 AT GROUND LEVEL

(1 EA) TYPE B LUMINAIRE IS MOUNTED AT 8 FT AFG TO
BOTTOM OF LUMINAIRE.
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